CONSTRUCTION PLANS AND SPECIFICATIONS
FOR

CITY OF WINTER HAVEN
RAW WATER MAIN CALLEN TO ELOISEWOOD

SECTION 29&35, TOWNSHIP 28, RANGE 26&27
POLK COUNTY, FLORIDA
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H NOTES:
¢ 1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR HAVING ALL UTILITIES 9. CONTRACTOR TO AVOID TREE ROOTS IF AT ALL POSSIBLE. WHERE CALL 48 HOURS BEFORE
< IN THE VICINITY OF THE PROJECT WORK LOCATED AND VERIFIED PRIOR TO NECESSARY CONTRACTOR SHALL CAREFULLY PRUNE TREE ROOTS TO
% INITIATING WORK.  IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO ALLOW FOR WATER MAIN INSTALLATION. HORIZONTAL PIPE DEFLECTION MAY YOU DIG IN FLORIDA
= PROTECT THOSE UTILITIES DURING CONSTRUCTION. BE REQUIRED IN SOME INSTANCES. 1—-800-432—-4770
< 2. CONTRACTOR SHALL INCLUDE ALL COSTS ASSOCIATED WITH 10. DIRECTIONAL DRILL STAGING AREA/PIT SIZE & LOCATION SHOWN TO IT’S THE LAW!
| SUPPORTING/REMOVING /REPLACING UTILITY POLES AND LIGHT POLES AS BE APPROXIMATE ONLY. CONTRACTOR SHALL DETERMINE SIZE & SUNSHINE STATE ONE CALL
- NECESSARY, WORKING AROUND AND SUPPORTING ALL OTHER UTILITIES, LOCATION OF STAGING AREA AND PIT AS REQUIRED. CONTRACTOR SHALL OF FLORIDA, INC.
3 INCLUDING WATER LINES, KEEPING THESE EXISTING UTILITIES IN SERVICE MAINTAIN ACCESS AROUND STAGING AREA AT ALL TIMES. CONTRACTOR ONE PUNPER NOZZLE
> THROUGHOUT THE DURATION OF THIS CONSTRUCTION CONTRACT. ALL SHALL NOTIFY PROPERTY OWNER, PRIOR TO SETTING EQUIPMENT OF THE SIZE 4 172" STEAMER
B COSTS ASSOCIATED WITH THIS SHALL BE INCLUDED IN THE APPROPRIATE HDD ACTIVITY AND IMPACT. ALL DISTURBED IN AND AROUND THE STAGING
BID ITEM AS NECESSARY. AREA & PIT. KENNEDY K—81-A 5% VALVE OPENING
H MUELLER A-423 5¥ VALVE OPENING
5 3. PROPOSED DIRECT BURY RAW WATER MAIN TO HAVE MINIMUM 36" 11.  SEDIMENTATION BARRIERS AND SILTATION SCREENS SHALL BE USED
H COVER. HDD SHALL HAVE A MINIMUM OF 4—FEET OF COVER UNDER AROUND ENTRY AND EXIT PITS. BEST MANAGEMENT PRACTICES FOR WEEP HOLE
3 PAVEMENT. EROSION CONTROL SHALL ALSO BE TAKEN. SEE NOTE #1 22" MIN,
< 28" MAX.
H 4. CONTRACTOR TO FIELD LOCATE EXISTING UTILITIES 1,000 FEET AHEAD 12. THE VOLUME OF BENTONITE WITH THE DRILL SHALL BE MONITORED FINISHED GRADE
- OF CONSTRUCTION TO VERIFY POTENTIAL CONFLICTS SO THAT DEFLECTION AT ALL TIMES. \
w CAN BE UTILIZED TO THE MOST PRACTICAL EXTENTS POSSIBLE. B = B NSy TTC—— ] .
5 13. COMPLIANCE WITH ALL PERMITS SHALL BE MET AT ALL TIMES. PO (n TS l=/0= Nz - Z| brososen & | [ TROPOSED ARV ‘ yHeRe ,’#@E‘?O_,E?“;SE"%W ‘ ‘ ‘ z ‘ ‘
5 5. LOCATONS OF EXISTING UTILITIES ARE APPROXIMATE AND ARE BASED PROPOSED e VC = GaTE VAYE —| TO THE JOP OF HDD SHALL = PROPOSED| 8" PVC
< UPON THE BEST INFORMATION AVAILABLE. 14.  CONTRACTOR TO COORDINATE WITH THE CITY OF WINTER HAVEN % |/ BE A MNIMUM 48", | | | il 1 [ RAW WATER MAN |
g PRIOR TO ANY TIE—INS OR SHUTDOWNS. DAYS AND TIMES OF SHUTDOWN — p———
- 6. CONTRACTOR TO REPLACE ALL DAMAGED DRIVEWAYS AS A MINIMUM MAY BE RESTRICTED. . ‘ ‘
H TO MATCH EXISTING THICKNESS, TYPE, REINFORCING, ETC. LIMIT OF | | |
B DRIVEWAY REPLACEMENT SHALL BE FROM THE SIDEWALK OR RIGHT OF 15.  CONTRACTOR TO PROVIDE A MOT PLAN ACCEPTABLE TO THE CITY | | |
B WAY TO THE ROADWAY, UNLESS OTHERWISE SHOWN OR REQUIRED BY AND ENGINEER PRIOR TO BEGINNING WORK. FDOT MOT STANDARDS WILL ‘ ‘
i AGENCY HAVING JURISDICTION. ALL DRIVEWAY REPLACEMENTS SHALL MEET APPLY. PROPOSED 107 = PROPOSED 10% &°
E ALL PERMIT REQUIREMENTS. | | 1\ oF ReoWQeR | |
g 16. CONTRACTOR IS RESPONSIBLE FOR ALL MEANS AND METHODS TO PROPOSED 1" | | | | | Leroposeo for | |
B 7. ACCESS TO ALL DRIVEWAYS SHALL BE MAINTAINED AT ALL TIMES. CONSTRUCT THE HORIZONTAL DIRECTIONAL DRILLS (HDD) ON THE PROJECT PVC/HDPE TRANSITION I \ \ \ [ PVC/FDPE TRANSITON | \
i AFTER PIPELINE INSTALLATION IS COMPLETED ACROSS EACH DRIVEWAY AND AS SUCH SHALL INCLUDE ALL COSTS RELATED TO THIS EFFORT UNDISTURBED SOIL SLEEVE, M) ADAPTER [ [ [ ! [ | SLERVE M ADRTER [
S CONTRACTOR SHALL IMMEDIATELY BEGIN TEMPORARY RESTORATION. WITHIN THE UNIT PRICE OF THE HDD PAY ITEM. IN ADDITION TO ALL _ PROPOSED 10" (SOR 1)
Iz TEMPORARY RESTORATION SHALL INCLUDE PROVIDING ACCEPTABLE ITEMS SPECIFIED AND SHOWN IN THE PLANS AND TECHNICAL = /o) HOPE PIFE INSTALLED V
5 COMPACTED BASE AND TEMPORARY ASPHALT THAT IS FLUSH WITH THE SPECIFICATIONS, THIS PAY ITEM MUST INCLUDE ALL CONTRACTOR T [0 (K NoTE: Hob srown AT 14 EntRy ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘ ‘
g ROAD AND/OR SIDEWALK. CONTRACTOR SHALL NOTIFY EACH OWNER OF EXPENSES / CONSTRUCTION COSTS, ETC. RELATED TO THE LAYOUT OF Bl Y= ANGLE, 1]° EXIT ANGLE AND 500" MIN.
o THE PROPOSED CUTTING OF THE DRIVEWAY. CONTRACTOR SHALL THE REQUIRED HDPE PRIOR TO PULLING THROUGH THE BORE HOLE. THE s o |77 el ey P
5 SEQUENCE THE WORK SO AS TO MINIMIZE THE AMOUNT OF TIME BETWEEN SPECIFIC LOCATIONS OF THE HDPE LAYOUT / LAY—DOWN AREAS SHALL = 1
N REMOVING AND REPLACING DRIVEWAYS AND SIDEWALKS. BE DETERMINED BY THE CONTRACTOR AND ALL COSTS ASSOCIATED WITH ouan 7
o THE LAYOUT / LAY-DOWN EFFORT SHALL BE INCLUDED WITHIN THE UNIT
|§ 8. SPECIAL CARE SHALL BE TAKEN TO PROTECT EXISTING LANDSCAPING PRICE OF THE/ HDD PAY ITEM, AND NOT PAID FOR SEPARATELY. FOR FLANGED TYPICAL HDD PROFILE
1 (TREES, SHRUBS AND IRRIGATION LINES). ALL LANDSCAPING AND EXAMPLE, IF THE CONTRACTOR COOSES TO CROSS EXISTING DRIVEWAYS
B IRRIGATION (PIPES AND SPRINKLER HEADS) DAMAGED DURING WITH THE HDPE PIPING, THEN ALL ASSOCIATED COSTS WITH MAINTAINING
B CONSTRUCTION SHALL BE REPLACED TO MATCH EXISTING AT NO ACCESS TO THE PROPERTIES RELATED TO THESE DRIVEWAYS MUST BE
H ADDITIONAL COST TO THE OWNER. ALL DAMAGED IRRIGATION SHALL BE INCLUDED IN THE HDD UNIT PRICE PAY ITEM, AS WELL AS ALL HYDRANT DETAIL WITH FLANGED TEE & M.J.
] REPAIRED THE SAME DAY IT IS DAMAGED. TEMPORARY CONSTRUCTION NEEDED TO LAYOUT / LAY—DOWN THE HDPE
i ACROSS / UNDER / OR OVER THE EXISTING DRIVEWAYS. FINALLY, THE NOTE:
Z PROPOSED HDPE LAYOUT / LAY-DOWN AREAS SHALL BE INCLUDED IN 1. INSTALL GRAVEL/STONE AROUND BASE FOR WEEP HOLE DRAINAGE.
4 THE CONTRACTOR PROVIDED, FDOT APPROVED, MOT PLAN. 2. 10" MAX. DISTANCE FROM FACE OF CURB TO STEAMER.
g
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